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ELECTRICAL KEYNOTES

©

REPLACE EXISTING PANELBOARD WITH A NEW PANELBOARD. SEE PANELBOARD
SCHEDULE FOR ADDITIONAL INFORMATION. CONTRACTOR SHALL REUSE EXISTING

PANELBOARD BACK BOX IF APPLICABLE OR CUT AND PATCH WALL, CONDUIT,
ETC. AS REQUIRED TO FLUSH MOUNT NEW PANELBOARD. EXTEND EXISTING
CIRCUIT TO REMAIN TO NEW PANELBOARD AND RECONNECT. PROVIDE [400A4]
FEEDER BETWEEN PANELS.

QREE LR B LY

OWNER.

®

FLUSH MOUNT IN TOP OF COUNTER.

LOCATE IN CEILING ADJACENT TO LIFT.

EXISTING RELOCATED HOSPITAL PAGING SPEAKER.

EXISTING RELOCATED REMOTE DUCT DETECTOR ALARM.
LOCATE DEVICES INDICATED ADJACENT TO MESSAGE BOARD.

LOCATE RECEPTACLE IN CEILING ADJACENT TO PROJECTOR.

PROVIDE CONNECTION TO AUTOMATIC DOOR OPERATOR INCLUDING REMOTE
KEYPAD, REQUEST TO EXIT DEVICE, POWER SUPPLY, ETC. COORDINATE
REQUIREMENTS WITH EQUIPMENT SUPPLIER AND EQUIPMENT LOCATIONS WITH
OWNER.

CONTRACTOR TO REMOVE ABANDONED TELECOMMUNICATION CABLES BETWEEN
FLOORS.

RELOCATE DEVICE TO NEW LOCATION SHOWN AND RECONNECT.

PROVIDE POWER AND FIRE ALARM CONNECTION TO SHUTTER PER
MANUFACTURERS REQUIREMENTS.

CONNECT TO SPARE 20/1 CIRCUIT BREAKER IN EXISTING PANEL 'L12’.
COORDINATE LOCATION OF RECEPTACLES WITH OWNER PROVIDED EQUIPMENT.

PROVIDE CONNECTION TO PROJECTION SCREEN INCLUDING CONTROLLING SWITCH.
SWITCH PROVIDED BY SCREEN MANUFACTURER. COORDINATE LOCATION WITH
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BASE BID BASE BID
IM\POWER ¢ SPECIAL SYSTEMS PLAN - Ist FLOOR 2 \POWER & SPECIAL SYSTEMS PLAN - 2nd FLOOR
E2.| /scALE: I/8" = I-0" E2|/SscALE: I/8" = I-0"
TRUE TRUE
NORTH NORTH
208/120 VOLT, 3 PHASE, 4 WIRE FLUSH MOUNTED 208/120 VOLT, 3 PHASE, 4 WIRE FLUSH MOUNTED
400 AMP M.L.O. PROVIDE FEED-THRU LUGS 400 AMP M.L.O.
AIC: 22000 AMPS SYM AIC: 22000 AMPS SYM
CCT LOAD AMP AMP LOAD CCT CCT LOAD AMP AMP LOAD CCT
NO LOAD DESCRIPTION VA REMARKS |P SIZE [} SIZE P| REMARKS VA, LOAD DESCRIPTION NO NO LOAD DESCRIPTION VA REMARKS | P SIZE (7] SIZE P| REMARKS VA LOAD DESCRIPTION NO
1 |EXAM BED 1000 11 20 [A| 20 |1 1400 |EXAM 2 1 |PROCEDURE 1440 11 20 [A| 20 |1 1800 |EXAM 2
3 [SKIN 1440 11 20 [B| 20 |1 1400 |EXAM 4 3 |EXAM LIGHT 1000 11 20 [B| 20 |1 1800 |EXAM 4
5 |SURGERY 1440 11 20 [c| 20 |1 1400 |EXAM 6 5 |PROCEDURE 1620 11 20 [c| 20 |1 SPARE 6
7 |CONSULT 1980 11 20 [A]| 20 |1 800 |EXAM (SCOPE) 8 7 |PROCEDURE 1620 11 20 [A| 20 |1 1000 |STAFF 8
9 |EXAMBED 1000 11 20 |B| 20 |1 800 |EXAM (SCOPE) 10 9 |EXAM BEDS 1200 11 20 |B| 20 |1 1200 |REFRIGERATOR 10
11 | AUDIO 800 11 20 |C| 20 |1 800 |EXAM (SCOPE) 12 11 |EXAM 1800 11 20 |[C| 20 |1 1440 |STAFF 12
13 |WAIT 1200 11 20 [A]| 20 |1 800 |EXAM (SCOPE) 14 13 |EXAM 1980 11 20 [A| 20 |1 1400 |RESTROOM, CORRIDOR 14
15 |RECEPT. 1440 11 20 |B| 20 |1 1200 |RESTROOMS 16 15 |EXAM 400 11 20 |B| 20 |1 1800 |PROCEDURE 16
17 |RECEPT., COPIER 1200 11 20 [c| 30 |2 [30A2] 3000 |FC-2.2 18 17 |REFRIGERATOR 1200 11 20 [Cc| 20 |1 1800 |PROCEDURE 18
19 |RECEPT. 1260 11 20 [A]| - |- - 20 19 |SKINM SURG, CONS., FIT 1000 11 20 [A| 20 |1 1000 |EXAM LIGHT 20
21 |FIT 1800 11 20 |B| 40 |2 [40A2] 6000 |FC-4.1 22 21 |EXAM (4) 1150 11 20 [B| 20 |1 1200 |REFRIGERATOR 22
23 |EUH-1.2 1500 11 20 |c| - |- - 24 23 |SOIL, PROC., EXAM (2) 1425 11 20 [c| 20 |1 1200 |MICROWAVE 24
25 |EUH-1.1 1500 11 20 [A]| 30 |1 [30A2] 2000 |FC-2.3 26 25 |SCOPE, STAFF, EXAM (2) 1250 11 20 [A] 20 |1 500 |DOOR OPERATOR 26
27 | SPARE (EXISTING CIRCUIT) 11 20 [B| 20 |1 2000 |FC-4.3,4.4,3.3,3.4,4.2 28 27 |PROC., CUST, STOR. 875 11 20 |B SPACE ONLY 28
29 |SPARE (EXISTING CIRCUIT) 11 20 |[c| 30 |1 [30A2] 2000 |FC-1.1 30 29 | SPARE (EXISTING CIRCUIT) 11 20 |C SPACE ONLY 30
31 |SPARE (EXISTING CIRCUIT) 11 20 [A]| 20 |1 1440 |RECEPT. 32 31 |SPARE (EXISTING CIRCUIT) 11 20 [A SPACE ONLY 32
33 | SPARE (EXISTING CIRCUIT) 11 20 [B| 20 |1 500 |DOOR OPERATORS 34 33 | SPARE (EXISTING CIRCUIT) 11 20 |B SPACE ONLY 34
35 |SPARE (EXISTING CIRCUIT) 11 20 |cC SPACE ONLY 36 35 | SPARE (EXISTING CIRCUIT) 11 20 |C SPACE ONLY 36
37 |FC-2.6,2.7,2.8,2.9 672 11 20 [A SPACE ONLY 38 37 |CORR., AUDIO 825 11 20 |A SPACE ONLY 38
39 |FC-2.4,5.1,25 756 11 20 |B SPACE ONLY 40 39 |CORR. 400 11 20 |B SPACE ONLY 40
41 |DOOR OPERATOR 500 1] 20 |cC SPACE ONLY 42 41 |WAIT, RECEPT. 900 11 20 |cC SPACE ONLY 42
REMARKS:
[ ]= CIRCUIT SIZE.
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